
NOTES:
1. THIS ARRANGEMENT CAN BE USED ON 6" MAINS.
2. FIRE HYDRANTS SHALL BE INSTALLED PER "STANDARD FIRE HYDRANT SETTING" DETAIL.
3. LENGTH OF NIPPLES TO VARY TO MEET "GENERAL LOCATION OF FIRE HYDRANT" DETAIL.

_____ X 6" HDPE MOLDED TEE

6" HDPE MJ ADAPTER (HARVEY)

6" AUXILIARY VALVE W/BOX RESTRAINED TO TEE

6" X 24" MIN. NIPPLE

FIRE HYDRANT RESTRAINED TO VALVE

FIRE HYDRANT ASSEMBLY TYPE I

ELECTROFUSION
COUPLER

THERMAL BUTT FUSION JOINT

HDPE MAINHDPE MAIN

FIRE HYDRANT ASSEMBLY TYPE I - HDPE

Scale: N.T.S.

Created: January 1, 2002

W-10-1

City Utilities
Design Standards

Manual Revised: August 18, 2016


