
FIRE HYDRANT SHACKLED TO VALVE

6" X 24" MIN. NIPPLE

6" VALVE W/BOX SHACKLED TO TEE

6" X 13" MIN. NIPPLE

LUCAS CO. TEE x 6"

RESTRAINED JOINTS

NOTE:

1. THIS ARRANGEMENT CAN BE USED ON MAINS TO AND INCLUDING 12" SIZE

FIRE HYDRANT ASSEMBLY TYPE II

Scale: N.T.S.
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