
FIRE HYDRANT

(RESTRAINED TO VALVE)

6" X 24" MIN. NIPPLE

6" AUXILIARY VALVE W/BOX

(RESTRAINED TO ELBOW)

6" X 90° HDPE ANCHORING ELBOW

(RESTRAIN TO TEE)

___ X 6" HDPE MOLDED TEE

NOTES:

1. THIS ARRANGEMENT CAN BE USED ON 6" MAINS.

2. FIRE HYDRANTS SHALL BE INSTALLED PER "STANDARD FIRE HYDRANT SETTING" DETAIL.

FIRE HYDRANT ASSEMBLY TYPE III

6" HDPE MJ ADAPTER (HARVEY)

ELECTROFUSION

COUPLER

THERMAL BUTT FUSION JOINT

THERMAL BUTT FUSION JOINT

HDPE MainHDPE Main

FIRE HYDRANT ASSEMBLY TYPE III - HDPE
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