
PAVEMENT

NOTES:
1. ALL HYDRANTS MUST BE RESTRAINED TO THE HYDRANT TEE.
2. TRACING WIRE REQUIRED FOR ALL PIPE.

2'
 M

IN
.

PLACE INDOT NO. 8 MATERIAL
AS SHOWN FOR DRAINAGE, 1/2

CUBIC YDS, MIN.

5 1/4" SHAFT
(SCREW TYPE)

TRACING WIRE
(SPLICED TO PIPE
WIRE) W/DIRECT
BURY CONNECTOR

VALVE BOX
AND RISER

SEE VALVE BOX
DETAIL FOR TRACING
WIRE REQUIREMENTS

6" HYDRANT VALVE

SET ELBOW ON
SOLID BLOCK

TOP SECTION
LENGTH VARIES

EXTENSION
(AS NEEDED)
LENGTH VARIES

BOTTOM SECTION
LENGTH VARIES

PLACE INDOT NO. 8 OR
NO. 53/73 MATERIAL AS
SHOWN AROUND
VALVE AND VALVE BOX

2' MIN.2' MIN.

STANDARD FIRE HYDRANT SETTING

STANDARD FIRE HYDRANT SETTING
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