
POTABLE WATER

DISCHARGE PIPE

RECEIVING VESSEL

2 X "D" WITH MIN. OF 1" AND MAX. OF 6"

DIAMETER "D"

AIR GAP BACKFLOW PREVENTION DEVICE

AIR GAP - BACKFLOW PREVENTION
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