
TYPICAL ARRANGEMENT OF DOUBLE CHECK VALVE

NOTES:

1. DOUBLE CHECK VALVE BACKFLOW PREVENTERS SHALL BE APPROVED BY THE FOUNDATION FOR CROSS

CONNECTION CONTROL AND HYDRAULIC RESEARCH OF THE UNIVERSITY OF SOUTHERN CALIFORNIA.
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