
1ST CHECK VALVE

REDUCED PRESSURE BACKFLOW PREVENTER

3/4" TO 2"

TEST COCK (TYP)

TEST COCK (TYP)

TEST COCK (TYP)

REDUCED PRESSURE BACKFLOW PREVENTER

TYPICAL ARRANGEMENT

2ND CHECK VALVE

RELIEF VALVE

(ROTATED 90° FOR CLARITY)

REDUCED PRESSURE BACKFLOW PREVENTER

2 1/2" TO 10"

REDUCED PRESSURE PRINCIPLE
BACKFLOW PREVENTER
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