
REDUCERS, LARGER PIPE DIAMETER IS 12" OR LARGER

REDUCERS, LARGER PIPE DIAMETER IS 8" OR SMALLER

VALVES (NON-DEAD END) 12" AND LARGER

VALVES (NON-DEAD END) 8" AND SMALLER

RESTRAINED JOINTS

STANDARD JOINT

RESTRAINED JOINTS

STANDARD JOINT

RESTRAINED JOINTS

STANDARD JOINT

RESTRAINED JOINTS

STANDARD JOINT

RESTRAINED JOINTS

STANDARD JOINT

RESTRAINED JOINTS

STANDARD JOINT

RESTRAINED JOINTS

STANDARD JOINT

RESTRAINED JOINTS

STANDARD JOINT

20' MIN. 20' MIN.

40' MIN. 40' MIN.

20' MIN. 20' MIN.

40' MIN. 40' MIN.

RESTRAINING VALVES
(NON-DEAD END) AND REDUCERS
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